CEILING / WALL MOUNT
VENTILATORS

_ READ AND SAVE THESE INSTRUCTIONS
WARNING A A

MODELS - CFL10AT151 - CFLI5AT151
LCFL20A1151 - CFL25A1151 - CFL30AT 151
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TO REDUCE THE RISK OF FIRE, ELECTRIC SHOUK, OR iN-
JURY TO PERSONS, OBSERVE THE FOLLOWING:

1.

Liza this mﬂonhrm#ha manner intended by the manufacturesr, iF
you have questions, contact the manufacturer at the address of
telephons number listed in the warranty.

2_ Before servicing or cleaning unit, swilch power off ai senvice paned

and inck the service disconnecing means to prevent power from
being switched on accidentally, Whan the senvice disconnecting
means cannot be locked, securaly fasten a prominent wWaming

‘dendoe, such as a tag, to the senvice panel.
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' ' find person(s) in eccordance with all applicable codes and stan-
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darchs, including fra-rated construction codes and stiandards.

. Sufficiant ar is neaded for proper combustion and exhausting of

gases ihrough the fua (chimmey) of fuel uming equipment io
prevent backdrafiing. Foliow the heating equipment
manufaciurer's guideline and safely standards such a5 thoss
pubdished by the Nabonal Fire Profeciion Association (NEFA),
and the American Socety for Healing, Refrigeration ard Afr Con-
difioning Engineers (ASHRAE), and tha local code autharities.

. When cutling or driling into wall or ceiling, do not damage etee-

tricald wiring and cther hidden utilitiss.
Ducted fans must always ba vented to the outdoors,

. To reduce the risk of fire, use only metal ductwaork.
. If this unit Iz to be mstalled over a ub or shower, I must be

marked as appropriate for the application and be connected o g
GFCE {Ground Fault Intermupter) - protected branch circutt.
MNever place a swilch where it can be reached from a Wb or
shower,

1 . This unit must be grounded.

cAUTION 4

1.

2.

For generat ventilating use onhy. Do not use o exhaust hazard-
ous oF explosive materials and vapors.

T avoid motor bearing damage and nolsy andfor unbalanced
impeters, keep dnpwall spray, construction dust, cie. off power
unit.

. Please mead specification fabel on product for further informa-

© ton and reguiremants,

This manual is divided into sections as follows:
» “TYPICAL INSTALLATION™
Thig section shows a common installation in new and existing,
frame constructon.
- Mounting (new construction)
- Mournding {sxdisting construction)
- Wiring
- Bucting {horzontal blower discharge)
v “HEOUNTING OPTIONS®
« WHRING OPTIONS”
“Wiring Flaie Position
» “DICTING OPTHONS™
- Blower Discharge Positions
- Buciing {verical blowsar discharga)
« *USE AND CaRE"
+ YSEAVICE PARTS™

= WARAANTY

insialier: Leéve this manual with
the homeowner.

Homeowner: Use and Care
information on page 3.






